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Barker & Associates, Inc.

824 Broadway St, Suite 201    San Antonio, Texas 78215

Phone: (210) 826-9191   Fax: (210) 223-9194

Email: barkerassociates@barker-sa.com

This document was produced for the sole use on this specific project. The original file of this document is held in the

offices of Barker & Associates, Inc.  Any changes, modifications, alterations, or use of this document for any other purpose

without the express written consent and approval of Barker & Associates, Inc. shall void any liability by Barker &

Associates, Inc., its employees, sub-consultants, or agents.

SCALE: 

SCALE:

GENERAL NOTES:
1. REFERENCE SHEET ES0.1 FOR LEGEND, ABBREVIATIONS AND FURTHER GENERAL NOTES.

FURNISH AND INSTALL A  20A/240V/2P/2W/NEMA 3R DISCONNECT SWITCH TO SERVE THE NEW SIGN.
MOUNT THE DISCONNECT ON THE SIGN NEAR THE ELECTRICAL CONNECTION BOX.  FURNISH AND INSTALL
A NEW 120V BRANCH CIRCUIT TO THE NEW SIGN VIA A NEW 20A/120V PHOTOCELL; 2#10, #10 GND,
3/4"C.  MOUNT THE PHOTOCELL TO A JUNCTION BOX NEAR THE ELECTRICAL CONNECTION TO THE SIGN
OR TO THE ADJACENT ROCK COLUMN OF THE FENCE APPROX. 18"AFG.

APPROXIMATE ROUTING OF THE UNDERGROUND CIRCUIT TO THE NEW SIGN.   EXCAVATE AND BACKFILL
THE GRASSY AREA TO FACILITATE THE INSTALLATION OF THE NEW CIRCUIT. CIRCUIT THE NEW SIGN TO THE
EXISTING 120V CIRCUIT SERVING THE CONVENIENCE RECEPTACLE; 2#12, #12 GND, 3/4"C.

FURNISH AND INSTALL A  20A/240V/2P/2W/NEMA 3R DISCONNECT SWITCH TO SERVE THE NEW SIGN.
MOUNT THE DISCONNECT ON THE SIGN NEAR THE ELECTRICAL CONNECTION BOX.  CONNECT THE
EXISTING BRANCH CIRCUIT TO THE NEW SIGN VIA A NEW 20A/120V PHOTOCELL.  MOUNT THE PHOTOCELL
A JUNCTION BOX NEAR THE SIGN ELECTRICAL CONNECTION.

FURNISH AND INSTALL A NEW 20A/240V/2P/2W/NEMA 3R DISCONNECT SWITCH AND 120V BRANCH
CIRCUIT TO THE NEW SIGN FROM THE  EXISTING PANEL "GLB". FURNISH AND INSTALL A NEW 20A/120V
CIRCUIT BREAKER IN THE  EXISTING PANEL "GLB" TO SERVE THE NEW SIGN. FURNISH AND INSTALL A NEW
20A/1P CIRCUIT BREAKER IN PANEL "GLB" TO SERVE THE NEW SIGN. CIRCUIT THE NEW SIGN'S LED DISPLAY
TO THE UNSWITCHED CIRCUIT AND CIRCUIT THE SIGN'S INTERNAL LIGHTING VIA A NEW 20A/120V
PHOTOCELL; 2#10, #10 GND, 3/4"C.  MOUNT THE PHOTOCELL TO A JUNCTION BOX NEAR THE ELECTRICAL
CONNECTION TO THE SIGN.
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KEYED NOTES:
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APPROXIMATE ROUTING OF THE NEW UNDERGROUND CIRCUIT. FURNISH AND INSTALL A NEW CIRCUIT  FROM THE
OUTPUT OF THE PHOTOCELL TO SERVE THE NEW SIGN.  REMOVE AND SALVAGE THE EXISTING BRICK WALKWAY TO
FACILITATE THE INSTALLATION OF THE NEW UNDERGROUND CIRCUIT.  REINSTALL AND GROUT THE EXISTING BRICKS TO
MATCH THE EXISTING UPON INSTALLATION OF THE UNDERGROUND CIRCUIT.

FURNISH AND INSTALL A NEW 20A/120V CIRCUIT BREAKER IN THE EXISTING LOAD CENTER TO SERVE THE NEW SIGN.
THE NEW CIRCUIT BREAKER SHALL BE RATED FOR 10 KAIC AND SHALL BE COMPATIBLE WITH THE EXISTING SQUARE D
QO LOAD CENTER.

APPROXIMATE ROUTING OF THE UNDERGROUND CIRCUIT SERVING THE TWO SIGNS SHOWN ON SHEET ES1.4.

FURNISH AND INSTALL A NEW 20A/277V CIRCUIT BREAKER IN THE EXISTING PANEL "GLA" TO SERVE THE TWO NEW
SIGNS (REF. SHEET ES1.4 FOR THE SIGN LOCATIONS).  THE NEW CIRCUIT BREAKER SHALL BE RATED FOR 35 KAIC
(CUTLER HAMMER FD35K) AND SHALL BE COMPATIBLE WITH THE EXISTING CUTLER HAMMER PRL3A PANEL.

FURNISH AND INSTALL A 20A/120V, GFI DUPLEX RECEPTACLE IN A WEATHERPROOF JUNCTION BOX WITH A METALLIC
IN USE COVER.  MOUNT THE RECEPTACLE NEAR THE BASE OF THE SIGN OR INSIDE THE SIGN PROVIDED THERE IS AN
ACCESS PANEL TO MAINTAIN ACCESSIBILITY TO THE RECEPTACLE. CIRCUIT THE RECEPTACLE TO THE UNSWITCHED
CIRCUIT SERVING THE SIGN LED DISPLAY.

CUT AND PATCH THE ASPHALT DRIVE TO ROUTE THE CIRCUIT FROM PANEL "GLB" TO THE NEW SIGN. OBTAIN AN
APPROVAL FROM THE VA PROJECT MANAGER PRIOR TO SHUTTING DOWN THE DRIVE .

CIRCUIT THE NEW SIGN TO THE OUTPUT OF THE PHOTOCELL SERVING THE ADJACENT SIGN FOR DUSK TO DAWN
CONTROL.
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Justin
Cloud

Justin
Callout
Removed after the design was completed. 

Justin
Cloud

Justin
Arrow

Justin
Callout
We will need to revise to come from this panel instead. 


